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INSTALL CONDUIT UNDERGROUND. EXISTING ELECTRICAL PANE

UNDERGROUND CONDUIT MAY BE PVC. ALL WESTINGHOUSE  100A, 1207240V, 1PH, 3 WIRE
EXPOSED CONDUIT SHALL BE GALVANIZED. PUMP HOUSE TYPE G22B 12CIR

EXTEND GALVANIZED CONDUIT TO 3" BEYOND CIRCUIT BREAKERS:
BUILDING PERIMETER.

STINGHOUSE TYPE QUICKLAG QBH
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FLAMMABLES STORAGE

RELOCATED
BUILDING

PROVIDE ALL CONDUI, FITTINGS, WIRE, BREAKERS, ETC. AS REQUIRED
TO PROVIDE NEW ELHCTRICAL SERVICE TO THE RELOCATED
FLAMMABLES STORAGE BUILDING. ALL WORK MUST BE IN COMPLIANCE

WITH THE LATEST NATIONAL ELECTRICAL CODE (NEC) REQUIREMENTS.

Lt CIRICAL PLAN

SCALE: 1/8" = 1'=0"

FINAL FOR CONSTRUCTION
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